The main purpose of this paper was to develop a complete dynamic model of a power generation system based on two serially connected solid oxide fuel cell stacks. The uniqueness of this study lies in a different number of fuel cells in the stacks. The model consists of the electrochemical model, mass and energy balance equations implemented in MATLAB Simulink environment. Particular attention has been paid to the analysis of the transient response of the reformers, fuel cells and the burner. The dynamic behavior of the system during transient conditions was investigated by load step changing. The model evaluates electrical and thermal responses of the system at variable drawn current. It was found that a decrease of 40% in the 1st stage and 2nd solid oxide fuel cell (SOFC) stacks drawn current caused both stacks temperature to drop by 2%. An increase of the cell voltage for the 1st and 2nd SOFC stacks led to very fast steam reformer response combined with a slight decrease in reformer temperature, while a considerable burner temperature increase of 70 K can be observed. Predictions of the model provide the basic insight into the operation of the power generation-based SOFC system during various transients and support its further design modifications.
Introduction
A power generation system based on solid oxide fuel cells (SOFCs), is highly efficient, although in most cases the fuel cell stacks do not completely utilize the fuel. Several SOFCs-based combined heat and power plant (CHP) designs have been considered [1, 2] . Solutions proposed in the literature assume higher fuel utilization level through recirculation of depleted anodic fuel [3] [4] [5] [6] or a serial connection of two identical cell stacks [7, 8] . The main advantages of anode-off gas recirculation in SOFC-based systems are the elimination of external steam production as well as the reduction of the number of cells in the stack due to lower in-cell fuel utilization [9] . An additional advantage of anode gas recirculation is that the demineralized and deionized water used to produce steam can be reused instead of being added by an external operator [10] . A further advantage is a lower steam concentration in the exhausted gases, which improves the system thermal efficiency. Consequently, higher electrical system efficiency is achieved with heat management in SOFC power systems. However, it should be noted that the recirculation of depleted anodic fuel of up to 70-80% is required to ensure proper steam to carbon ratio for the pre-reforming process [7] . Typically, this condition is achieved by using a blower or ejector. The application of the ejector requires elevated pressure at the feed side, which means an increase of the system cost. On the other hand, Vincenzo et al. [10] showed that when anode gas recirculation is applied the system capital cost decreases due to the size reduction of the auxiliary components. A negative effect of the anodic fuel recycling on the cell voltage was found by Colpan et al. [11] . stacks in series was compared. The first system contained a two-stage Intermediate Temperature (IT), SOFC and High Temperature (HT), SOFC. The second system was based on two stage IT-SOFCs. In both proposed solutions, anode gas streams from the first and second stacks were connected in parallel, while the cathode flow was connected serially. The simulation results obtained using Aspen Plus TM showed that a single stage HT-SOFC and IT-SOFC had an efficiency of 57.6% and 62.3%, respectively, while a combined cycle of two-stage IT-SOFCs gave 65.5% under standard operational conditions. In addition, it was shown that due to optimization of the heat recovery and the gas turbine use, the efficiency increased to 68.3% [8] . The connection of two stacks in series increases the output power of the system due to utilization of lean fuel from the first stack in the second one. This solution has been proposed recently by Kupecki et al. [1] . A micro-Combined Heat and Power, CHP, unit with two 30 SOFC cells serially connected integrated in stack modules was investigated experimentally and numerically. Kupecki et al. [1] enclosed the steam reformer and post combustor in a well-insulated high temperature box to achieve high thermal integration of the fuel process and post-combustor assuring heat delivery for the endothermic process of steam fuel reforming. Instantaneous evaporation inside the fuel processor resolved the problem of stand-alone steam generation. It was noticed that maximum efficiency of the stacks was achieved, where the first stack operated at a moderate current density and the second one at very low electrical load. After the first stack, the useful fuel containing hydrogen was very small in comparison to the total anodic molar fraction. The highest electrical efficiency of 46.4% was achieved at current densities of 0.275 and 0.07 A/cm 2 , respectively. Moreover, the electrical efficiency of the system with two in-series SOFC stacks was 3-7% points higher than in systems based on the parallel connection of two stacks, when recirculation of the anodic gases was involved. According to Kupecki et al. [1] optimization of the system performance was associated with defining parameters, which allowed them to maximize the performance of the SOFC stacks. Rapid changes in performance was observed when the first stack operated at constant current density and the current density of the second stack was gradually increased. The changes were associated with deviation from the optimal working conditions of the blower. It was noticed that further increase of the current density of the second stack allowed the system to achieve higher efficiency. However, it should be underlined that it did not result in an increase in power output. Kupecki et al. [1] also examined a scenario where a high current density was maintained in the first stack, while a current density increase in the second stack from 0.20 to 0.28 A/cm 2 caused a reduction in the power output.
A dynamic anode supported intermediate temperature direct internal reforming planar 1DF SOFC stack model was also developed by Aguiar et al. [20] . The defined model consists of mass, energy and electrochemical components. In their subsequent paper, the authors [21] designed a characteristic feedback Proportional-Integral-Derivative (PID), controller for temperature, which works by changing the air/fuel ratio. The results of open loop dynamic simulations demonstrated that a positive load step change led to an increase in overall SOFC temperature and vice versa [21] . Experimental results were used by Bhattacharyya et al. [22] to validate a dynamic model of a tubular SOFC. The results showed large differences in settlement time, time constants and gain in transient behavior of the system. The authors of [22] also reported that the directionality of the steps affected the transient response. Therefore, an application of a non-linear controller system due to non-linearity of the process itself was proposed [22] . The dynamic behavior of a SOFC stack in a hybrid SOFC-gas turbine system was studied by Whiston et al. [23] . The response of the system temperature, fuel utilization and power to inlet air and fuel rates on different timescales were reported. The results indicated that the fastest and most efficient way to control the system power was by manipulating the system drawn current density. Meanwhile, the most efficient way to change the fuel utilization is to change the fuel flow rate [23] . Wang et al. [24] developed a 1D mathematical model of direct internal reforming solid oxide fuel cells. Their results showed that the V-R characteristic modelling method can be used in the fast dynamic and real-time simulation [24] .
The main conclusion arising from the considerations is that the anode off gas leaving the first SOFC stack can be supplied to the second fuel cell stack. It was demonstrated that the connections of SOFC stacks can operate feasibly and increase the output power of the system. However, it should be noted that the tested experimentally and numerically units consist of the same number of fuel cells in the SOFC modules.
Therefore, in this study an evaluation of a power generation system design with two serially connected SOFC stacks with different number of cells will be presented. The first SOFC stack contains 90 cells, while the second one has 240 fuel cells. Our numerical analysis includes simulations of the complete system assuming the use of anode off gas from the first stack in the steam reformer preceding the second stack. Special attention is given to two different fuel processor units that generate hydrogen through reforming of methane. Moreover, the developed model allows us to investigate the interaction between the system components during transient state.
Modelling Methodology
The system considered in this study is presented in Figure 1 Therefore, in this study an evaluation of a power generation system design with two serially connected SOFC stacks with different number of cells will be presented. The first SOFC stack contains 90 cells, while the second one has 240 fuel cells. Our numerical analysis includes simulations of the complete system assuming the use of anode off gas from the first stack in the steam reformer preceding the second stack. Special attention is given to two different fuel processor units that generate hydrogen through reforming of methane. Moreover, the developed model allows us to investigate the interaction between the system components during transient state.
The system considered in this study is presented in Figure 1 Dedicated models of the components were developed and implemented in a Matlab SIMULINK environment. The complete model of the system was based upon a set of fundamental equations accounting for fluid dynamics, thermal dynamics and kinetic behavior of feed streams. The assumptions and conditions of the models used in the simulations are as follows:
• fuel and oxidant are considered as ideal gases; • the density and heat capacity of the solid components are temperature independent; • nitrogen is not used in the reactions;
In the following sections the various parts of the model, shown in the global diagram in Figure 1 , have been presented with details for each component of the power SOFC-based system used in this study including the implemented equations and design parameters.
CPOx Reformer
The dynamic model of the CPO x reformer has to estimate the molar flow rate of the reactant outflowing the reformer and its temperature. For this purpose, a mathematical model for the CPO x reformer applied in this study is based on a well-tested approach developed by Pukrushpan et al. [25] , where four main chemical reactions are considered. Zhu et al. [26] discussed in details the first two reactions of partial oxidation (POX) and total oxidation (TOX) taking place in the CPO x reformer and shown in Equations (1) and (2), respectively:
(1)
The other two reactions of hydrogen oxidation (HOX) and carbon monoxide oxidation (COX) were discussed by Larentis et al. [27] and are shown in Equations (3) and (4), respectively:
All reactions inside the CPO x reformer are exothermic and occur simultaneously. The methane was fed to the CPO x reformer for conversion to syngas consisting of H 2 , H 2 O, CO, CO 2 , O 2 and unreacted CH 4 . The hydrogen and carbon monoxide from the reformer were fed to the 1st stage SOFC stack to generate electric power and heat. The following assumptions were used to simplify the study of the CPO x reformer:
• gas compositions and temperature of the flow entering the reformer were constant; • ideal gas laws were applied to flows; • gas mixtures were treated as perfect mixtures; • impact of temperature variations on the partial pressure dynamics was assumed negligible; • the volume of the CPO x reformer was relatively small and therefore it was ignored; • the gas volume in the CPO x catalyst bed is relatively small as well, so the gas inertia was ignored too; • CPO x reactions have rapid kinetics and reach equilibrium conditions before the flow exits the reactor control volume.
The reforming efficiency and the amount of hydrogen produced in the CPO x reformer depended on the initial oxygen to carbon ratio (λ O2C ) as well as catalyst bed material and temperature. The most important parameter is the lambda number, λ O2C , which represents the molar ratio of the oxygen to carbon entering the CPO x reformer and it was defined by Equation (5):
where N O 2 ,in and N CH 4 ,in are the inlet molar flow rates of the oxygen and methane. The lambda number was assumed to be higher than 0.5 to avoid wasting fuel. Acceptance of the lambda number lower than 0.5 resulted in the amount of produced hydrogen being limited by the amount of supplied oxygen [26] . On the other hand, too high a lambda number causes an increasing temperature of the CPO x reformer, which could lead to the catalyst bed being damaged. Therefore, it was important to estimate the amount of heat released from reaction (6):
where the molar flow rate N O 2 rCOH 2 is calculated from Equation (7):
The variables α, β and S are the CPO x reaction rates. Their definitions are as follows [25] : In order to increase the amount of hydrogen formed it is desirable to provide a higher POX reaction rate than the TOX reaction rate, which can be achieved for values of S close to one. Since there were two moles of hydrogen produced per one mole of carbon monoxide produced in the POX reaction, more oxygen reacted with hydrogen than with carbon monoxide and therefore the ratio λ O2C was kept constant and equal to 0.66 [26] .
The set of equations to calculate the molar flow rates of each reactant outflowing the CPO x reformer is given by the following Equations (12)- (17):
Finally, the CPO x reformer dynamic thermal behavior was modelled by applying the energy balance Equation (18) assuming that the only dynamic quantity considered in the CPO x reformer was the catalyst temperature, T CPOx : (18) where m CPOx,bed (kg) and C p CPOx,bed (J/kg·K) are mass and specific heat capacity of the catalyst bed, respectively. The term i represents four species in the inlet flow and j represents the species at the outlet flow. T ref and T in,CPOx are the reference temperature (298 K) and inflow temperature. C p,i and C p,j (J/kg·K) are the specific heat of the reactants. M i and W i are the molar mass of the reactants and their molar flow rate, respectively.
Steam Reformer
Conversion of methane and steam into a mixture of hydrogen, carbon monoxide and carbon dioxide was considered as a combination of the two reactions taking place in the steam reformer (Equations (19) and (20)):
Both reactions are reversible and due to the high temperature of the reforming process, the reactions reach equilibrium conditions over an active catalyst very fast. Thus, the actual composition of the outflow leaving the steam reformer is a factor of the reactor temperature and operating pressure as well as the composition of the feed gas [28] . In order to produce more amount of hydrogen, carbon monoxide and steam take part in the reversible exothermic water gas shift reaction. The implemented thermal energy balance for the steam reformer was calculated as follows (Equation (21)):
where: M SR (kg) and C p SR (J/kg·K) are the mass and specific heat capacity of the catalyst bed, respectively. T SR is steam reformer temperature.
SOFC Stack
One of the biggest challenge in dynamic modelling of the SOFC stack is consideration of the complex composition and reactions in the bulk flow inside the fuel channel as well as on the anode side. In the proposed approach, carbon monoxide is considered as the fuel used to produce hydrogen through the water gas shift (WGS) reaction. Due to the presence of the catalyst layer and high stack operating temperature, direct internal reforming (DIR), is taking place and leads to the reforming process of methane directly inside the fuel channel. Equations (22) and (23) describe the DIR reactions and WGS for the fuel channel:
While the electrochemical reactions for the cathode and anode were given as follows (Equations (24) and (25)
Thus, in the SOFC model, two electrochemical reactions (24) and (25) were considered and it was assumed that the reactions occurred at the electrolyte-electrode boundaries. The chemical reactions (22) and (23) were assumed to be at equilibrium. The partial pressure of the reactants was assumed to be the average of the internal and external partial pressure of each reactant. The parameters of a single cell were lumped together to represent a fuel cell stack. In order to study transient behavior of the SOFC stack at various operating conditions, the physical parameters of the stack were considered by neglecting three-dimensional distribution of variables, such as current density, reactant composition, pressure and temperature along the flow channel. These variables were assumed homogeneous in the fuel cell. The electrochemical, energy and mass balance equations were applied in the model and are presented in detail below.
Electrochemical Model
The operation voltage of the fuel cell, U c , was calculated from Equation (26) [29] :
The open circuit voltage, U OCV , was defined in Equation (27) :
where ∆E o is the standard cell potential; p H 2 p O 2 and p H 2 O are the partial pressure of hydrogen, oxygen and steam, respectively; R is the universal gas constant; F is the Faraday number; N is the number of the cells in the stack and T e is the stack temperature [29] .
The standard fuel cell potential, ∆E o , was calculated from Equation (28) [29] :
The fuel cell voltage losses, U o , was calculated from the following Equation (29) [29] :
where i is the stack drawn current. The influence of pressure and reactant ratio was neglected in this approach. The constants A, B, C and T ref have to be determined for each cell type. To estimate these constants, the ASR function is used to match the experimental data or by determining their values based on the fuel cell specific parameters.
Mass Balance Sub-Model
The mass balance sub-model was determined the species partial pressure of the bulk flows in the fuel and air channels as follows [29] : is the molar flow rate of the outflows from the anode and cathode.
The following Equations (31)- (35) 
where R SR is the rate of the internal steam reforming inside the SOFC stack; R WGS is the rate of the water gas shift reaction; R r is the rates of oxidation or redox reactions. The rate of the internal steam reforming, R SR, was calculated based on the approach developed by Achenbach [30] :
where k SR = 0.04274 (mol/cm 2 Pa) and E SR = 82 (kJ/mol). The water gas shift reaction was considered to be very fast at temperatures higher than 600 (K) and in this case was assumed that it reached its equilibrium condition [20] .
A constant value of the reaction rate k WGS = 0.0000125 (mol/cm 2 Pa) was applied. K eq,WGS was calculated from Equation (39) [20] :
The rates of oxidation and redox reactions were defined as a function of the current density as follows [20] :
The molar flow rate of the outflows, . n out i , was defined by the relation of the fuel and air flow stability (Equation (41)) [20] :
where P o is the total pressure of the downstream flow; y i is the molar fraction of the reactant in the flow, α(m 2 ·s/Kg) is the orifice constant of the fuel channel.
Energy Balance Sub-Model
The energy balance sub-model is based on the assumption that the temperature is constant along the flow direction. Therefore, the dynamics of the electrode temperature, T e , can be expressed as a function of diffusive, convective and reactive heat transfer terms. However, due to small distance between the layers inside the stack, the radiative heat transfer inside the stack was neglected in this approach. Consequently, the energy balance sub-model for the electrolyte boundary contained the heat (Equation (42)) and work (Equation (43)) conservation equations, respectively, as follows:
.
where: m Se (kg) is the mass, C p e (J/kg·K) is the fuel cell materials average specific heat, R j is the reaction rate,∆Ĥ j is the specific heat of reactions, C p,i is the specific heat of the reactants entering the anode or cathode, n in i and n out i are the molar flow rate of the reactants entering and exiting the SOFC stack. To simplify the dynamic study of two serially connected SOFC stacks, the following assumptions used and tested for the power generation system based on the single SOFC stack by Pianko-Oprych et al. [31] were applied in this approach:
• gases were treated as perfect mixtures, • electrochemical reactions occurred at the electrode-electrolyte boundaries, • density and heat capacity of the solid components were temperature independent, • parameters for individual cells can be lumped together to represent a fuel cell stack, • adiabatic boundaries for the fuel cell were used.
Burner
To increase the thermal efficiency of the power generation system a non-premixed catalytic burner was applied. The mathematical model describes an ideal burner, which mixes the streams of the 2nd stage anode and cathode and turns all entering methane, hydrogen and carbon monoxide to carbon dioxide and steam according to the following three reactions (44)-(46) considered inside the burner:
The burner was assumed to be adiabatic and frictionless. It operates at constant pressure. The outlet temperature of the burner was the same at the inside temperature. Energy balance equation around the burner boundary was described based on Equation (47):
where ρ, V and C p B are the density, volume of the burner chamber and specific heat of gases inside the burner volume, respectively. n in
, n in CO , n in CH 4 are molar flow rates of the hydrogen, carbon monoxide and methane entering the burner, while∆Ĥ H 2 ,∆Ĥ CO ,∆Ĥ CH 4 are the specific heats of reaction. C p,i is the specific heat of the reactants entering the burner, n in i and n out i are the molar flow rate of the reactants entering and exiting the burner.
Simulations
An independent analysis of single equipment such as reformer, SOFC stack or burner is not enough to understand the behavior of the whole system, because the system elements affect the others. Thus, the information given by the dynamic model developed here for two stage SOFC stacks power generation system can be helpful for a better understanding of which operating conditions are conducive to increasing system performance and which are harmful and should be avoided.
A complete concept of the designed model of two stage SOFC stacks power generation system is represented as a block diagram in Figure 2 . The air block defines the molar flow rates of the air entering the CPO x reformer, the first stage cathode and the second stage cathode. The amount of air entering the CPO x reformer was calculated based on the lambda number and the CPO x natural gas inflow rate. The physical parameters of the 1st stage fed fuel was calculated by the CPO x reformer block. The inputs were the CPO x inflow rate, inflow molar fraction, temperature of the flow and pressure. The fuel and air flows were mixed before the CPO x reformer inlet.
The inputs of the system are the first stage current, the second stage current, CPO x inflow rate and lambda number as well as the first stage fuel and air molar flow rates and the second stage air and fuel molar flow rates given in (mol s −1 ). The main parameters describing the SOFC system are presented in Table 1 . The block diagram of the 1st and 2nd stage SOFCs consisted of three main sub-systems: mass balance, energy balance and voltage. The 1st stage SOFC stack model block example is shown in Figure 3 .
The most important sub-system of the SOFC stack model was the mass balance. The mass balance sub-system calculates the reaction rates inside the stack as well as the molar flow rate of the outflows of the anode and cathode. The voltage sub-system calculates the open circuit voltage of the system and the losses. In addition, the following parameters were calculated within this block: the cell voltage, stack terminal voltage, gross power as well as efficiency of the SOFC stack. The last important sub-system in this block was the energy balance. Temperature of the SOFC stack during the simulation was calculated based on this sub-system.
The steam reforming block consisted of three main components as steam reforming reaction rates, energy balance and mass balance (Figure 4) . Similar to the previously discussed sub-model for the SOFC stack, sub-models defined for the steam reforming block allows us to calculate the steam reforming outflow properties. The burner sub-model which is illustrated in Figure 5 , consisted of two main blocks including the mass conservation and temperature calculation. 
Results and Discussion

Steady-State Modelling Results
In order to validate the accuracy of the SOFC model, the calculated V-I curve for the single cell at the steady state simulation was compared with a set of experimental data as presented in Figure 6 . The calculated current-voltage polarization curve of the SOFC was close to the experimental results at current densities between 0.1 to 1 A cm −2 . The maximum error in this range was equal to 5.2%. The V-I results at the current densities lower than 0.1 A cm −2 were lower than the experimental one. The reason for weaker agreement with data [32, 33] 
Dynamic Modelling Results
The dynamic behavior of the two stage SOFC stacks power generation system under a load change in the system from 100% load to 47% load is presented in this section. The results of the simulations from start-up condition are shown. It was assumed that the steam and CPO x reformers as well as the SOFC stacks were preheated before start-up. For the basic case study, a set of inputs were used to analyze the dynamic response of the system under the load change. The inputs for the power generation system were: the CPO x lambda number (shown in Figure 7a ), inlet natural gas, NG, molar flow rate (shown in Figure 7b ) as well as the first and second stage current (shown in Figure 7c,d) . The CPO x lambda number was increased from 0.60 to 0.626, while the molar flow rate of the natural gas to the CPO x reformer was decreased from 0.018 mol·s −1 to 0.008 mol·s −1 . The 1st SOFC stack drawn current signal was changing between 39 A to 16 A, while the 2nd SOFC stack drawn current was changing in the range of 26 A to 11 A after first 3000 s. In the first step of the analysis, the effect of the CPO x reformer operating lambda number on the system performance, especially on reformer was studied ( Figure 8 ). An increase in the lambda number leads to growth the CPO x operating temperature due to the fact that temperature of the CPO x reformer is a function of the lambda number. The composition of the CPO x outlet flow is also related to the operating temperature of the reformer. The transient time was equal to 550 s as it can be noticed from Figure 8 . One of the most important issues in SOFC-based power generation system design is the stack lifetime and efficiency, which strongly depend on stack operating temperature. In order to extend the lifetime of the SOFC stack and increase the system efficiency the temperature of the stack has to be keep within a certain range. Therefore, in the studied case, the temperature of the 1st stage and 2nd stage SOFC stacks were analyzed as the effect of the current change on the SOFC stacks dynamics. It can be noticed from Figure 9 that 41-42% decrease in the 1st stage and 2nd SOFC stacks drawn current leads to a 2% decrease in both the stacks' temperature.
A decrease in the SOFC stacks current leads to a lower oxidation rate inside both stacks, which as a consequence gives lower heat production, which is important from the point of view of the thermal stresses. Especially, during the start-up and shut-down operations as well as heat up processes SOFC-based power generation systems are exposed to a risk of damage resulting from thermal stresses. In case of power systems with internal reformers, this issue is even more critical due to the fact the maximal thermal stresses occur near to the region of maximum temperature gradient caused by the reforming reactions. Therefore, in the proposed two stage SOFCs power generation system a preheating system was used to rise the initial temperature before the start-up operation will take place and to decrease the cold start-up damage. The developed dynamic model allows to track the temporal evolution of temperature changes. It was assumed that the initial temperature of the stacks at the beginning process was equal to 900 K. Assuming that the temperature change was quite small, the transient time was short and in the studied case it was equal to 70 s. The start-up time was equal to 400 s. Thus, the calculated cell voltage for the 1st and 2nd stage SOFC stacks are presented in Figure 10 . The cell voltages were higher at lower temperatures and at lower current drawn for both SOFC stacks. Since the power generation system used in the simulations was not connected to a parallel ultra-capacitor and it was a standalone SOFC, there was an instantaneous change in the output voltage due to a change in the demand current as presented in Figure 10 . By a decrease in stack load, the losses in the stack decrease and as a consequence the stack efficiency increases.
Nevertheless, as mentioned at the beginning of the section entitled Simulations, to gain knowledge of the power generation system, an assessment of the whole system is needed. Therefore, the effect of the 1st stage SOFC drawn current change into temperature and molar flow rate of the steam reformer are presented in Figures 11 and 12 . It was assumed that the initial temperature of the steam reformer was 880 K. As it can be noticed from Figures 11 and 12 , the dynamics response of the steam reformer is fast and the transient time was negligible. The start-up time was equal to 400 s. Figure 13 shows the behavior of the burner temperature. The amount of fuel in the 47% load case was more than for the case at 100% load, so the reaction rates inside the burner was higher and therefore the temperature of the burner increased as shown in Figure 13 . 
Conclusions
In this paper, a dynamic state simulation using Matlab SIMULINK was proposed to estimate the operating conditions for a new prototype of two-stage SOFC stacked power generation system. In addition, two types of methane reformer were used in the developed system model. By using the process flow diagram in Matlab SIMULINK the energy production based on SOFCs has been simulated as given in Figure 2 . The simulation results from the Matlab SIMULINK were in reasonable agreement with the experimental data. Moreover, in our transient modelling of SOFC stacks three types of time constants were observed. The first characteristic was on the order of milliseconds. This characteristic was neglected in this study, because it was too small an order of magnitude in the scale of the simulation time. The second time constant was the order of seconds and the main reason for this time was the mass transport dynamics. The energy transport from the control volume boundaries of the stack was the main reason for the third characteristics. This type of behavior was in the scale of minutes.
The highlights of two-stage SOFC stacks power generation system are:
• the dynamics of the mass transport played the key role in load following response, while it took more time for the temperature of the system components to settle in the power generation system; thus, the mass balance equations have to be carefully considered; • the major driving forces for the dynamics of two-stage SOFC stacks power generation system were the reaction rates at the active area of the catalysts for both SOFC stacks and reformers; • the connections of two different reforming processes and SOFC stacks with different number of fuel cells within the CHP system can operate feasibly and allow an increase of the output power of the system; • the SOFC stack temperatures respond in minutes, while the SOFC voltage responds instantaneously, • the developed in Matlab SIMULINK model allows one to understand how the system responds during transient operation and the collected information can be used for designing the system control and proposing control strategies.
It should be pointed out that further research will be conducted to analyze the heat utilization within the system and we will consider the possibility of introducing additional equipment in the balance of plant in order to optimize the thermal efficiency in the system. Author Contributions: P. Pianko-Oprych took part in numerical modelling, analyzed data, wrote the paper and revised the manuscript. S. M. Hosseini developed the mathematical model and implemented it into the MATLAB Simulink as well as analyzed the results and took part in writing the first draft of the paper.
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